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Action Items/Agenda:

» fix reference numbers to approach component info. (Henry)

* update components: CDU and liquid C/W (Henry)

* changed Laboratory site DB/WB table to bar chart, go to max. (Henry/Dale)
* update to new type diagram — line type not clear (Henry)

Meeting Objectives
* work to resolve two guidelines tables (all )

* input obtained to ad back air cooling feasibility chart (Dale) — table update TBD
(Henry)
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Wet and Dry Bulb Temperatures
ASHRAE CD, 99.6% of yearly hours, National Laboratory HPC Locations.
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Liquid Direct Cooling Architectures
using Cooling Towers or Dry Coolers
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Air Cooling Architectures
using Cooling Towers or Dry Coolers

to be drawn



Updated Proposed Thermal Assumptions
(working update June 17, 2011)

c. Approach/Delta
Heat Transfer Component Delta Description = °C
Open Cooling Tower WB Ambient to Water Leaving 7t 3.8
Dry Fin Cooler DB Ambient to Water Leaving 1_07 5.5
Cooling Water Entering 5
Plate and Frame Heat Exchanger To Cooled Water Leaving 3° 1.67
Cooling Distribution Unit (CDU) Cooling Water Entering 9
e.g. Water to Water or To Cooled Water Leavin 5- 2.77
Refrigerant to Water 0 Loo g
: Cooling Water Entering 3
Airto Water Heat Exchanger To Cooled Air Leaving (server entering) 16.2 -
. Server Air Entering 4
B - 4
Server Bezel Pre-Heating To Chip Air Cooler Entering > -
Water Rack Pre-Heating Rack Water In.crea.se I?ue to 5.4 5_8
Some Serial Circuits
o . Cooling Air Entering 0.405 0.2252
Chip Air Cooler (heat sink) To Chip Tcase Max. °F/watt °C/watt
o Cooling Liquid Entering 0.315 0.175°
? ==i=
Chip Liquid Cooler (plate?) To Chip Tcase Max. °F/watt °C/watt
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Thermal Architecture Approach References

(1) Open Cooling Tower water cooled from 95°F to 85°F using a WB temperature of 78°F — 1996 ASHRAE
Systems and Equipment Handbook — page 36.2 — reference to description of nominal cooling tower tons.
Approach in this case is 7°F. Colorado Springs Utilities — White Paper #14 3/11/2005 — Smart Use of Your
HVAC Cooling Towers — “Approach temperatures lower than 7 degrees encounter diminishing returns and
require larger investment in fan horsepower for each additional degree.”

(2) Air Cooling Heat Sink Performance SGI — Larry Seibold — Xeon 5500 processor 1U form factor — Nehalem
95W - 0.18 to 0.22 C/W — Tcase 75C and 76 using a high performance heat sink, email May 29, 2011 I1BM
— M. Ellsworth — June 2, 2011, air cooling = 0.25C/W, question watts 807 or 1007 Range: 0.18 to 0.27
C/W, averaging = 0.225 C/W? (group discussion needed plus watt level) Cray Inc. — G. Pautsch — Xeon
processor 2U server —0.27C /W — email May 24, 2011.

(3) Air Cooling Heat Exchanger Air to Liquid Approach — see Vette passive door data following slide

(4) Server Bezel Air Pre-Heating server bezel entry to cpu heat sink entry — 3C conservative number
assuming only misc components in path not storage or memory modules and well controlled internal
recirculation. — B. Maltz Electronic Cooling Solutions — June 2, 2011

(5) Plate Frame Heat Exchanger Approach Plate Frame — BG P47-90-TMTL4 — 200gpm cold, 220gpm hot —
cold side 62F entering — 72F leaving, warm side 74F entering, 65F leaving — Taylor 8/23/2010 LBNL ALS
USB Server Room, Drawing M0.2

(6) Liquid Direct Cooling Approach - M. Ellsworth June 2, 2011 — 0.2C/W - Greg Pautsch (Cray) 0.15C/W
possible, 0.175C/W average used

(7) Dry Fin Cooler Dry Cooler Info. — www.drycoolers.com — 10F approach typical , 5F possible with 2x # of
units using pure water.

(8) Server Liquid Pre-Heating 5C per M. Ellsworth

(9) CDU Approach still confirming



http://www.drycoolers.com/

Direct Liquid Cooling
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Proposed Guideline Table Format
draft — M. Ellsworth

Supply Water Temperature

Liquid
Coccl)ling Infrastructure Recommended | Allowable Abnormal
Characteristics 1 2 3
e, (1) 2) 3)
L1 Chiller/Cooling Tower
Water Side Economizer
12 Chiller-less/Cooling Tower
Water Side Economizer?
Chiller-less/Dry Cooling?
L3 Water Side Economizer?
Waste Heat Recovery
(1) continuous operation; full performance; optimum reliability
(2) continuous operation; full performance
(3) limited operation; reduced performance
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working version - HPC Liquid Cooling Guideline
rev. June 20, 2011

(building supplied cooling water to HPC solution)

Range Building Supplied

Notes
Name Water Temperature Range

Top of range:

W3 43°C* (109°F) to Use with dry cooler
17.2°C (63°F) Bottom of range: Highest of value
listed or 4°F above dew point
32°C* (90°F) to Top of range: Use Wlt.h cooling tower
W2 17.2°C (63°F) Bottom of range: Highest of value
' listed or 4°F above dew point
? legacy chilled water plant
W1 65F max. sites

*updated per latest dry cooler or cooling tower feasibility
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M. Ellsworth June 5, 2011

Supply Water Temperature

Liquid
Infrastructure K R
Cooling MITASHILCILIE ey ecommended |\ owable (2) | Abnormal (3)
Characteristics (1)
Class
Chiller / Cooling Tower Design + 15 C
L Water Side Economizer 6C-16C 2C-21¢C 40 C max
Chiller-less / Cooling Tower Design + 15 C
L2 2C-4
Water-Side Economizer C-45¢C 50 C max
Chiller-less / Cooling Tower
L3 Water-Side Economizer 45C-70C

Waste Heat Recowery

Continuous Operation; Full Performance; Optimum IT Power Efficiency
Continuous Operation; Full Peformance
Limited Operation; Reduced Performance




information
from past
meetings



Ambient to Chip Case Cooling Path Locations
Examples with Plate Frame and CDU:
Cooling Tower/Air Cooled
Dry Cooler/Direct Cooled
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Some Serial Circuits
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Team Survey

e What climatic data do we use?
* Two options:

— 0.4% (3 hours/month) average exceeded
— 1.0% (14 hours/month) average exceeded
* Results

— 13 respondents
— 69% of the respondents chose 0.4%




3Air to Water Heat Exchanger

(example = Coolcentric rear door UA = 0.75)

AirIn Temp. F
80.6

Airin Temp. C
27.0

=

IT EQuipment Rear Door Hex

IT Air Out Temp. F
112.2

IT Air Out Temp. C
44.6

IT Power (kW)
IT Air Flow (cfm)

Hex Performance (Q[kW]/ITD[C])
10.00 Hex Q (kW)
1000 Hex Flow (gpm)

Hex Water In Temp. (C)
Hex Water Out Temp. (C)
Hex Water In Temp. (F)

Hex Water Out Temp. (F)

Hex Air Out Temp. (F)
80.59

Hex Air Out Temp. (C)
26.99

) )

376.4
10.004
7.00

18.00

23.42

64.4

74.1
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Initial Proposed Approach Temps.
M. Ellsworth (IBM)

°F  °C
Open-Circuit Cooling Tower Entering Wet Bulb 6 3.3
Finned Dry Cooler Entering Dry Bulb 17.5 9.7
Plate & Frame Heat Exchanger Entering Process Fluid 4 2.2
Coolant Distribution Unit Entering Process Fluid 10.5 5.8

Rear Door Heat Exchanger Entering Process Fluid 22.5 12.5



Sort by 0.4% dry bulb ( exceeded on average of 3 hours/month)

Dry Cooling | Evap. Cooling
Elevation Closest Elevation| 0.4% DB 0.4% WB
HPC Data Center Owner U.S. State City Name Lat Long (ft) ASHRAE Location Lat | Long (ft) (F) (F)
Pacific Northwest National Laboratory Washington Richland 46.285 -119.283 384 Pasco 46.27 | -119.12 404 99.5 72.1
Lawrence Livermore National Laboratory California Livermore 37.682 -121.767 480 Livermore Municipal Apt | 37.69 | -121.82 397 98.8 70.8
Houston Texas - Owner TBD Texas Houston Bush Intl. Apt. 29.99 | -95.36 105 96.8 80.1
Los Alamos National Laboratory New Mexico Los Alamos 35.888 -106.306 7320 Albuquerque Intl Apt 35.04 | -106.62 5315 95.2 65.3
Sandia National Laboratory New Mexico | Albuquerque 35.050 -106.540 5436 Albuquerque Intl Apt 35.04 | -106.62 5315 95.2 65.3
Jefferson Laboratory Virgina Newport News | 37.130 -76.490 New Port News 37.13 | -76.49 Sﬂ 94.5 79.7
Oak Ridge National Laboratory Tennessee Oak Ridge 36.010 -84.270 875 Nashville Intl Apt 36.12 | -86.69 /€04 94.4 78.2
National Renewable Energy Laboratory Colorado Golden 39.755 -105.220 5675 Denver Stapleton Intl Apt | 39.77 —104.87// 5285 93.5 64.4
Princeton Plasma Phisics Laboratory Princeton New Jersey 40.348 -74.659 Mcguire AFB 40.02 y/G 148 92.9 78.8
SLAC California Palo Alto 37.416 -122.202 262 San Jose Intl Apt 37.36 //121.93 49 92.3 69.5
Argonne National Laboratory Illinois Argonne 41.711 -87.983 685 Chicago Midway Apt 41){ -87.75 617 92.1 78.0
Idaho National Laboratory Idaho Falls Idaho 43.466 -112.030 Fanning Field Apt 3.52 | -112.07 4744 91.7 64.9
Fermilab Illinois Batavia 41.850 -88.313 771 Aurora Municipal Am/ 41.77 | -88.47 705 90.8 77.7
Ames National Laboratory lowa Ames 42.020 -93.640 Ames Muni 42 -93.62 955 90.5 79.2
Brookhaven National Laboratory NI(MQ T Lyory BF%F' %hur Apt| 40.79 | -73.1 108 88.4 76.7
Lawrence Berkeley National Laboratory tlaINrm 3 rl(e - \ 100 N 37.76 | -122.22 89 81.8 67.6
Sort by 0.4% wet bulb ( exceeded on average of 3 rs/month)
\ Dry Cooling | Evap. Cooling
Elevation Closest ation| 0.4% DB 0.4% WB
HPC Data Center Owner U.S. State City Name Lat Long (ft) ASHRAE Location Lat | Long (ft (F) (F)
Houston Texas - Owner TBD Texas Houston Bush Intl. Apt. 29.99 | -95.36 105 \QQS 80.1
Jefferson Laboratory Virgina Newport News | 37.130 -76.490 New Port News 37.13 | -76.49 52 94.5A I 79.7
Ames National Laboratory lowa Ames 42.020 -93.640 Ames Muni Apt 42 -93.62 955 90.5 79.2
Princeton Plasma Phisics Laboratory Princeton New Jersey 40.348 -74.659 Mcguire AFB 40.02 | -74.6 148 92.9 78.8
Oak Ridge National Laboratory Tennessee Oak Ridge 36.010 -84.270 875 Nashville Intl Apt 36.12 | -86.69 604 94.4 78.2
Argonne National Laboratory Illinois Argonne 41.711 -87.983 685 Chicago Midway Apt 41.79 | -87.75 617 92.1 78.0
Fermilab Illinois Batavia 41.850 -88.313 771 Aurora Municipal Apt 41.77 | -88.47 705 90.8 77.7
Brookhaven National Laboratory New York Upton 40.883 -72.870 81 Long Island Macarthur Apt| 40.79 | -73.1 108 88.4 76.7
Pacific Northwest National Laboratory Washington Richland 46.285 -119.283 384 Pasco 46.27 | -119.12 404 99.5 72.1
Lawrence Livermore National Laboratory California Livermore 37.682 -121.767 480 Livermore Municipal Apt | 37.69 | -121.82 397 98.8 70.8
SLAC California Palo Alto 37.416 -122.202 262 San Jose Intl Apt 37.36 | -121.93 49 92.3 69.5
Lawrence Berkeley National Laboratory California Berkeley 37.870 -122.250 1000 Oakland 37.76 | -122.22 89 81.8 67.6
Los Alamos National Laboratory New Mexico Los Alamos 35.888 -106.306 7320 Albuquerque Intl Apt 35.04 | -106.62 5315 95.2 65.3
Sandia National Laboratory New Mexico | Albuquerque 35.050 -106.540 5436 Albuquerque Intl Apt 35.04 | -106.62 5315 95.2 65.3
Idaho National Laboratory Idaho Falls Idaho 43.466 -112.030 Fanning Field Apt 43.52 | -112.07 4744 91.7 64.9
National Renewable Energy Laboratory Colorado Golden 39.755 -105.220 5675 Denver Stapleton Intl Apt | 39.77 | -104.87 5285 93.5 64.4
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Air
Cooling

Liquid
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(CDU may be added)

i
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Architectures for Cooling Tower — No Chiller

ref. M. Ellsworth

cooling plate
tower frame
cooling o plate
tower frame

Architectures for Dry Cooler — No Chiller, No Cooling Tower

Air
Cooling

Liquid
Cooling
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Air Cooled HPC Server Study

Cooling Tower and Dry Cooler Architectures
~90% of National Labs. - Design Temperature 99.6% - ASHRAE
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6/22/2011 http://eehpcwg.lbl.gov - work in process 19




Liquid Cooled HPC Server Study

Cooling Tower and Dry Cooler Architectures

~90% of National Labs. - Design Temperature 99.6% - ASHRAE
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Wet Bulb Constrained Architectures - Using Cooling Tower - Without Chiller
Wet Bulb 78.8°F(26°C) = Covers ~90% of National Lab. Locations @ ASHRAE 0.4% Hours
Highest WB = Jefferson Lab. - Newport News - 80.1°F (26.7°C)

85 Intel - 5500 Xeon
Tcase normal op. max. 75.8 C ) B
!
#
— 75
< I
o 1 B
4 Cooling Tower Only /)
3 65 .
5 Add CDU If Required
S
[} L
£
55
e Cooled
8 Building
‘g Water to -
5;, 45 HPCSolution Liquid
s Interface Cooled |
c ! |
£ 35 | _ [
= I
g | !
© | L
S 25 |
! |
l ——> Cooling Temp. Path - AmbientAir to Server CPU Case Temperature Normal Maximum ﬁl
15 : :
Ambient Cooling Plate CDU Server Air Heat Sink Tcase
WB Tower Frame Exit Inlet or
Exit Exit Liquid Contact
In
Cooling System Location
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Dry Bulb Constrained Architectures - Using Dry Cooler - Without Cooling Tower or Chiller
Dry Bulb 95°F(35°C) = Covers ~90% of National Lab. Locations @ ASHRAE 0.4% Hours
Highest DB =PNNL - Richland WA - 99.5°F (37.5°C)

Intel - 5500 Xeon
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- 179
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